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PANEL SIDE VIEW PANEL ELEVATION INNER DEADFRONT DOOR
(SHOWN WITH OUTER DOORS REMOVED)
NAMEPLATE SCHEDULE
TAG# [QTY | TYPE INSCRIPTION
MAIN SERVICE DISCONNECT
! 1| PLATE 120/240V, 3¢. 4 WIRE, 100 AMP
) 1 | piate 125 AMP AUTOMATIC
60.00" ENCLOSURE CONSTRUCTION NOTES TRANSFER SWITCH
3998, gg-gg,, 1. EXTERIOR 12 GA GALVANIZED STEEL AND INTERIOR 14 GA. COLD ROLLED STEEL 3 1 | PLATE PUMP No.1
‘ : 28.22, 1.00" ELECTRICALLY WELDED AND REINFORCED WHERE REQUIRED. 3 _HP
| . | B 2. CONSTRUCTION WILL BE NEMA 3R. 4 1 | pLaTE PUMP No.2
iy
[ A A A fe— 3. ALL NUTS, BOLTS, SCREWS AND HINGES WILL BE STAINLESS STEEL. S _HP
A I e ~ - 4. NUTS, BOLTS & SCREWS WILL NOT BE VISIBLE FROM OUTSIDE OF ENCLOSURE. 5 1 | eLate 120 VOLT DISTRIBUTION
v/ SN e RN 5. PLASTIC NAMEPLATES WILL BE PROVIDED AS REQUIRED. PANEL
J |service oSO e Y - 13.00" 17 55 6. CONTROL WIRING WILL BE MARKED AT BOTH ENDS BY PERMANENT WIRE MARKERS. PUMP No.1
ENTRNCH CONDUIT ENTRANCE CONDUIT ENTRANCE 506" 7. A PLASTIC COVERED WIRING DIAGRAM WILL BE ATTACHED TO THE INSIDE OF 6 T | PLATE ELAPSED TIME METER
FAR e s s ~~ : THE FRONT DOOR. PUMP No.2
/ \ e .
/ \ 7 AN P 8. ENCLOSURE WILL BE FACTORY WIRED AND CONFORM TO REQUIRED NEMA STANDARDS. 7 1 | PLATE ELAPSED TIME METER
K \ s . 9. COLOR TO BE: PUMP
My VT = RANCH GREEN 8 1 | RING FAIL
0T’ 1 ] DESERT TAN PUMP
” i 9 1 | RING
s o1 AL
10 1 | rinG HAND SV%EH AUTO
PANEL BASE PLAN
TESCO’S POLY-PORC COATING SYSTEM
INCLUDES A FIVE STAGE DIP TANK METAL PREPARATION PROCESS:
1. ALKALINE CLEANER 160°F. UTILITY METER
2. CLEAR WATER RINSE. AT |PATE SECTION
3. IRON PHOSPHATE APPLICATION 150°F. ATS & MAIN BREAKER
4. CLEAR WATER RINSE. B 1 | PLATE SECTION
5. INHIBITIVE RINSE TO SEAL PHOSPHATED SURFACES 120°F VIOTOR CONTROLS
FINISHED WITH AN ELECTROSTATICALLY APPLIED DRY POLYESTER POWDER COATING ¢ 1 | PLATE SECTION
THEN BAKED @ 380°F TO CURE. PLC/RTU
D 1 | PLATE
SECTION
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