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THIS DRAWING CONTAINS PROPRIETARY
INFORMATION WHICH MUST NOT BE
DUPLICATED, USED, OR DISCLOSED IN
WHOLE OR IN PART WITHOUT PRIOR
WRITTEN CONSENT.
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PANEL REQUIREMENTS

HP
FLA

LARGEST MOTOR POWER
REQUIREMENTS

SHEET NUMBER

SYM.

 

1/3 HP
4.4 FLA

120 VAC
1 PHASE 3 WIRE

60 Hz
5 kA RMS SYM

15.4 FLA
4R. SULLIVAN 10/28/16

STARBUCKS 620 AVENIDA PICO
ROMTEC UTILITLES

3 3

ROMTEC
ROMTEC UTILITIES, INC.

ROSEBURG, OR
(541) 496 - 9678
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