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NOTE: VAULT TOP SLAB IS PEDESTRIAN RATED

CLEAR HATCH
OPENING 79" X 93"

—

—

PIPE STANDS ARE INCLUDED
BUT ARE NOT SHOWN

DRAIN BACK TO WET WELL:
3" PLAIN HOLE IN VAULT
(PROVIDED)

2" PEE TRAP, FITTINGS AND PIPING
TO THE WET WELL IS (BY OTHERS)
NOT ROMTEC UTILITIES

RIM ELEV: 392.75'

/FINISHED GRADE ELEV: 391.75'

gl FLOW
\10" PIPE CENTERLINE

ELEV: 386.90'

NOTE: ALL DIMENSIONS AND ELEVATIONS SHOWN

ARE NOMINAL DIMENSIONS. IT IS THE RESPONSIBILITY
OF THE ON-SITE CONTRACTOR OR ROMTEC UTILITIES
CUSTOMER (NOT ROMTEC UTILITIES) TO VERIFY THE
ACCURACY OF ANY CRITICAL DIMENSIONS OR ELEVATIONS
PRIOR TO SETTING OR INSTALLING ANY EQUIPMENT.

8' X 16' FLOW METER VAULT
10" PIPING WITH FLOW
METER BYPASS AND
PUMPING PORT

ALL MATERIALS SHOWN ON THIS SHEET WILL BE
SUPPLIED BY ROMTEC UTILITIES AND DELIVERED TO
THE SITE AFTER THE HOLE HAS BEEN EXCAVATED

AND SHORED. THE CONTRACTOR SHALL SUPPLY A
CRANE OF SUFFICIENT SIZE TO LOWER ALL THE
CONCRETE PIECES INTO THE HOLE SAFELY. THE

THE CONTRACTOR SHALL INSTALL THE WET WELL

(AND VALVE VAULT AND METERING VAULT IF
APPLICABLE). ROMTEC UTILITIES WILL PROVIDE A
REPRESENTATIVE FOR TECHNICAL ASSISTANCE ON

THE DAY OF INSTALLATION TO ANSWER ANY QUESTIONS
THAT MAY ARISE. THE CONTRACTOR IS RESPONSIBLE
FOR ALL PLUMBING AND ELECTRICAL CONNECTIONS
AND INSTALLATION. ITEMS NOTED AS "BY OTHERS"
WILL BE PROVIDED AND INSTALLED BY THE CONTRACTOR.
ROMTEC UTILITIES WILL NOT INSTALL ANY OF THE
COMPONENTS SHOWN ON THIS PAGE.
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DATE |[APPROV )

3-13-15
3-3-15

REVISION HISTORY

REVISED LADDER HEIGHT
REVISED PER NEW ELEVATIONS
DESCRIPTION

2
1
REV

VERIFY SCALE \\
1

BAR IS ONE INCH ON
ORIGINAL DRAWING

IF NOT ONE INCH ON
THIS SHEET, ADJUST
SCALES ACCORDINGLY
DATE - 11-26-14
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DRAWING
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40.

10'-0"

38

4.38

fe—t—

[1O

NORTH

POTABLE WATER

ABOVE GROUND VALVE
ASSEMBLY SKID, 6" FLOW METER
TO 12" MAIN LINE.

NOTE: ALL DIMENSIONS AND ELEVATIONS SHOWN

ARE NOMINAL DIMENSIONS. IT IS THE RESPONSIBILITY
OF THE ON-SITE CONTRACTOR OR ROMTEC UTILITIES
CUSTOMER (NOT ROMTEC UTILITIES) TO VERIFY THE
ACCURACY OF ANY CRITICAL DIMENSIONS OR ELEVATIONS
PRIOR TO SETTING OR INSTALLING ANY EQUIPMENT.
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(541) 496-9678

ROSEBURG, OREGON 97470
FAX (541) 496-0804

18240 NORTH BANK ROAD

R@MTEC
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6"/12" - FLOW METER ASSY

FLOW METER 6in - POTABLE
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REVISION HISTORY

DESCRIPTION

NOTE:

LOCATE EACH PIPE STAND UNDER THE
FLANGE SHOWN. EXACT LAYOUT DIMENSION
WILL VARY DEPENDING ON THE SIDE OF THE

FLANGE USED.
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NOTE:
ALL MATERIAL: MILD STEEL

FINISH - PRIMER AND FINISH
COAT (BLACK)

/

CUT ENDS AT A 45° ANGLE.
WELD DOULBER BLOCK INSIDE
OF ONE OF THE TUBES BEFORE
ASSEMBLYING THE FRAME.

4 PLACES (EACH CORNER)

2.00
T 250
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L \
1 1/8-7 UNC - 2B
DETAIL A
SCALE1/ 4
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VERIFY SCALE
BAR IS ONE INCH ON
ORIGINAL DRAWING
IF NOT ONE INCH ON
THIS SHEET, ADJUST
SCALES ACCORDINGLY
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