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SPECIAL NOTES:

THE ENCLOSURE SHOWN REPRESENTS THE INTENT OF THE DESIGN. OFTEN THE ENCLOSURE SIZE
MUST CHANGE TO ACCOMMODATE THE REQUIRED COMPONENTS AND FINAL DESIGN. PLEASE
CONTACT ROMTEC UTILITIES TO OBTAIN ACTUAL AS-BUILT DRAWINGS BEFORE CONSTRUCTION OF

MOUNTING APPARATUS.

L LISTED LIFT STATION CONTROL
PANEL & PUMP DISCONNECT
PANEL-DUPLEX PUMPS WITH

[OF’TIONAL PERMANENT ON-SITE

ELECTRICAL GENERATOR.
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