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UL LISTED LIFT STATION CONTROL
PANEL & PUMP DISCONNECT

PANEL-DUPLEX PUMPS WITH
OPTIONAL PERMANENT ON-SITE

ELECTRICAL GENERATOR.
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[ 1"X4” WIRE DUCT

18240 NORTH BANK ROAD

ROSEBURG, OR 97470

(541)—496—3541
FAX (541)-496-0803

WWW.romtecutilities.com
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UDELL ENGINEERING AND SURVEYING
WOODS' MOBILE RV PARK
CONTROL PANEL LAYOUT
ELECTRICAL CONTROLS

FRONT VIEW INSIDE VIEW

DUPLEX LIFT STATION SYSTEM
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