NOTE: SITE MATERIALS, DESIGN INFORMATION, AND
SERVICES NOT SUPPLIED BY ROMTEC UTILITIES:

PRELIMINARY SITE LAYOUT 9 5-18
- GRADING

BASED ON SITE PLANS RECEIVED 7-10-18

WET WELL DEPTH: 19.73' | :’ Piepnigseicivll

DISTANCE TO TERMINATION: 14 , '

NOTE: CAB ES TO BE TERMINATED IN APPROVED Ir :’ - SITE LIGHTING

o A | | | - SITE UTILITIES (WATER, POWER, ETC)
- SCADA ANTENNA

APPROX. CABLE LENGTH NEEDED: 33'
- ALL ON-SITE INSTALLATION

PUMP CABLE LENGTH: 50' | :
TRANSDUCER CABLE LENGTH: 50' f
FLOAT CABLE LENGTH: 65' | ;
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NOTE: ALL DIMENSIONS AND ELEVATIONS SHOWN
ARE NOMINAL DIMENSIONS. IT IS THE RESPONSIBILITY
OF THE ON-SITE CONTRACTOR OR ROMTEC UTILITIES

MECHANICAL SHEET
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© 2018 ROMTEC INC. ALL RIGHTS RESERVED. THESE :
PLANS AND DRAWINGS MAY NOT BE REPRODUCE ,
ADAPTED, OR FURTHER DISTRIBUTED, AND NO CUSTOMER (NOT ROMTEC UTILITIES) TO VERIFY THE

ACCURACY OF ANY CRITICAL DIMENSIONS OR ELEVATIONS

PRIOR TO SETTING OR INSTALLING ANY EQUIPMENT.

COMPONENTS MAY BE CONSTRUCTED FROM THESE |
PLANS, WITHOUT WRITTEN PERMISSION OF ROMTEC, INC. |
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