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GENERAL NOTES

ALL UASB TANKS, TANK PADS, AND TANK PIPE
CONNECTION ARE OWNER FURNISHED.

ALL GLDI PIPE SHALL HAVE RESTRAINED JOINTS,
EXCEPT WHERE IDENTIFIED AS FLANGED.

PIPES SHALL HAVE A MINIMUM OF 3-FEET OF COVER,
UNLESS OTHERWISE SHOWN.

ALL PIPES SHALL HAVE A CONSTANT SLOPE BETWEEN
INVERT ELEVATIONS UNLESS A FITTING IS SHOWN

CONTRACTOR SHALL MAINTAIN A MINIMUM 18-INCH
VERTICAL SEPARATION BETWEEN THE BOTTOM OF THE
POTABLE WATER LINE (W1) AND THE CROWN OF THE
NON-POTABLE LINE.
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