INSTALL 8" PVC SS TO NEW
WET WELL @ S = 0.02

NEW WET WELL SFT DIA
RIM EL. = 169.50

GROUND EL. = 169.50

100 YEAR FLOOD = 168.50
VENT PIPE EL. = 170.50
INV. EL. = 157.10
DISCHARGE EL. = 165.50

PAVEMENT

PRELIMINARY
NOT FOR CONSTRUCTION

NOTES:

1. FEMA FLOOD MAP SHOWS AREA FLOOD ELEVATION TO BE 168.50.

REMOVE UPPER SECTION OF WET WELL (METAL), REMOVE
CONCRETE WET WELL TO 2 FEET BELOW PIPE INVERT AND
FILL LOWER WET WELL. CONSTRUCT NEW 5SS MANHOLE AND
TIE OVER TO NEW WET WELL.

ENERATOR

ONTROL PAD/SHELTER

VALVE PIT" WHH TRAFFIC RATEDVLID
RIM EL. = 170.00
DISCHARGE EL. = 165.50
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The Dalles, Oregon 97058

1215 West 1st Street
(541) 296-5401
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