NEW CABLE TRAY TO GO

UNDER LEG KIT IN CONTROL
PANEL. CONTROL PANEL CANNOT
BE MOUNTED ON RAISED PAD.
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NEW CONTROL PANEL
MOUNTED FLUSH WITH
WET WELL TOP SLAB.

EXISTING INFLUENT IN

EXISTING WET WELL

NEW TOP SLAB

EXISTING VALVE VAULT
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