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THE ENCLOSURE SHOWN REPRESENTS THE INTENT OF THE DESIGN. OFTEN THE
ENCLOSURE SIZE AND LAYOUT MUST CHANGE TO ACCOMMODATE THE REQUIRED
COMPONENTS AND FINAL DESIGN. PLEASE CONTACT ROMTEC UTILITIES TO OBTAIN
ACTUAL AS—BUILT DRAWINGS BEFORE INSTALLATION.

CONTROL
PANEL

CONTROL PANEL DEVICE SCHEDULE
DESCRIPTION

DESCRIPTION

REVISION HISTORY

LABEL ENGRAVING SCHEDULE

AFFIXED BY

LETTERING _| pACKGROUND

COLOR [ SIZE

WORDING

ADHESIVE

PUMP CONTROL PANEL

BLACK 0.25 WHITE

RTU 1F

FED FROM LP1-1/3

ADHESIVE

PUMP 1

RUNNING

ADHESIVE

PUMP 2

RUNNING

ADHESIVE

DATE: 5/23/18

PUMP 3

RUNNING

PROJECT #: EO106D04

DSN: DSN
DRN: DRN
CKD: CKD

ADHESIVE

PUMP 1

ADHESIVE

ADHESIVE

ADHESIVE

ADHESIVE

FAULT/RESET gu
w w
nfx o2&
== o,
PUMP_2 = o EER
cun o, ,F5E
FAULT/RESET Emwa%zmgmz
EzE28EQo>=02%0
L= ZI¥E X
PUMP_3 um§DE<z“-:>u_.
FAULT /RESET Emogldgﬁgo‘ﬁ
o3 OEZLES
SYSTEM zgzmgg%azag
ALARM 2 SoHES0E4EE
SEZ_SES2222
NH4S50GQ &E
RED/HIGH ©<§z<o88§ﬁ5
LEVEL } 4

ADHESIVE

HIGH

LEVEL

ADHESIVE

CONTROL POWER

ON

ADHESIVE

EMERGENCY

YELLOW

STOP

ADHESIVE

INTRUSION

ENABLE

ADHESIVE

EXHAUST

HAND—OFF—AUTO

PHONE: (541) 496-9678

18240 NORTH BANK ROAD
ROSEBURG, OREGON 97470

ADHESIVE

PUMP 1

HAND—OFF-AUTO

ADHESIVE

' WWW.ROMTECUTILITIES.COM

PUMP 2
HAND—OFF—AUTO

ADHESIVE

PUMP 3

HAND—OFF—AUTO

ADHESIVE

GFI

OUTLET

ADHESIVE

DATA

PORT

ADHESIVE

FLOW

METER

ADHESIVE

SECONDARY

LEVEL CONTROLLER

ADHESIVE

CONTROL POWER

DISCONNECT

30.00”

OUTER DOOR VIEW

NOTE: CONTROL PANEL BUILT INTO MOTOR CONTROL SECTION.
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